CONNECTION DETAIL

NO. 8 GROUND WIRE
SEE SL-07 FOR BASE \% :/
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ARTERIAL STREET LIGHT POLE
(SEE SL—04)

TO LUMINAIRE

H ANDHOLE TOWARDS SIDEWALK.

COVER SECURED WITH STAINLESS STEEL
FASTENER

(6) #4 VERTICLE REBAR
WITH 5 #4 HOOPS

ARTERIAL JUNCTION BOX
SEE SL-08

1" MIN. 3* MAX.

18" MIN. 30" MAX. 6" MAX.

INSTALL 8 COPPER COATED
GROUND ROD IN JUNCTION BOX

2" SCHEDULE 40 PVC
ELECTRICAL CONDUIT

1"X36" GALVANIZED ANCHOR BOLTS
CONCRETE BASE

HOOPS #4 REBAR
ONE PER FOOT
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NOTES:

1. 1" MINIMUM COVER ON ALL REBAR
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STANDARD DETAIL

SL—06

ARTERIAL STREET LIGHT
CONCRETE BASE DETAIL
NOT TO SCALE




